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Part I--Scope and Purpose

ILHR 63.001 Scope, (1) GENERAL; The provisions of _this chapter shall
apply to all public buildings and places of employment. These provisions
are not retroactive unless specifically stated in the administrative rule.
Where 'different sections of this chapter specify different requirements,
the most restrictive requirement shall govern

(2)' EXEMPT BUILDINGS AND STRUCTURES. Buildings and structures, or
portions thereof; without space heating or cooling, service water heating,
or illumination are exempt from the requirements of this chapter.

(3} APPLICATIONS TO EXISTING,BUILDING5. , (a) Additions to existing
buildings or structures may be made without making the entire building
or structure comply, but the addition shall comply with the require-
ments of this chapter.

(b) Any change of occupancy or use of any existing building or struc-
ture within the scope of this chapter which would increase the energy
consumption shall not be permitted unless such building or structure is
made to comply with the requirements of this chapter.

(c) Heating and cooling equipment replacement and eomplete'lighting
system replacement shall comply with the requirements , tif this chapter.

Note: It is the intent of the department to have eve ry new building or addition and every
change of occupancy meet the energy conservation requirements of this chapter.1t is not the
intent to prevent a previously bill t building from installing air tondltioning, nor^to cause
equipment with several years of remaining service to be discarded due to'npt being able to
meet the required efficiences of this chapter. However, oceupan 6y'69riges such as building a
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warehouse and later remodeling it into an office space will not be permitted unless all the re-
quirements of this chapter are met.

Histor : Cr. Register, May, 1978, No. 269, elf. 7-1-78, am. (2) and (3)(b), Register, Janu-
ary, 1980, No. 289, eff. 2 .1-80; cr. {3) (c), Register, Decem ber, 1983, No. 336, eff. 1 -1-84.

ILIiR 63.002 Purpose. The purpose of Ws chapter is to provide design
requirements which will promote e fficient utilization of energyin public
buildings anq,places:of ernployment.

(1) GENERAL. The intent of this chapter.is to provide minimum re-
' 'quirements for construction and equipment to conserve' energy.

(2) IF Lux[BILITY IN um.'It is intended that this chapter be flexible and
permit the use'of innovative approaches and techniques to achieve effec-
tive utilizetlQn.'of energy

(3) CONFJ,ICT WITH oTz^111i ` 1iuLEs. This chapter Is not intended to con-
f list with ,any safety or h'ealth - iequirements. Where such conflict occdis,
the safety and health requirements shall govern

History: . Cr, Register, hiay;197$,.No,:N9, e ff. 74 -78:

ILHR 63.01 'Plans 'and specifications. Architectural ' 'and mechanical
plans and specifications shall be submitted'iii'.'cordance with the re-
quirements outlined in ss.1LHR 50,07 and 50,12-and shall contain de-
tails and data to demonstrate `compliance with the requirements of this
chapter. Such information shall include, but is,not7itnited Ito, design cri-

teria, exterior envelope component materials, resistance values of insu-
lating materials, and the thermal performance value of the building en-
velope. Size and type of equipment, system and equipment controls and
equipment efficiencies shall be submitted with the mechanical plans.

Note, The resistance values for insulating materials are expressed in Fahrenheit degrees per
Btu/(hour)(square foot)	 '

History: Cr: Register, may, 1978. No; 269 eff; 1-1 78 am,:(1), Re gister December, 1978
No. 270, eff. 1-1779; r. and recr. (2), Register Januaryy,198Q No. 289, eff. ?,1-80, r .(2),
renum. (1) to be ILHR 63.01; Register; Dead iber, ` 1985, 14o.'360, elf. 1-t-861

Part If—Definitions

ILHR 63.02 Dcfinitions, (1) COEFFiCIENT.OF PERFORMAN CE;(COP): Co-
efficient of performance is the ratio'. ofi the rate of net heat, removal,for
cooling or net heat output for heating to the rate of total energy input,
expressed in` cons'istent tmits 'aiid Linder standard rating'conditions;
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